Abstract-The paper describes a phasor measurement unit (PMU) prototype based on a synchrophasor estimation technique specifically conceived for active distribution networks and the experimental results obtained by its application during intentional islanding and reconnection tests of a set of urban feeders. As proved by the laboratory experimental characterization of the developed PMUs, very low values of Total Vector Error (TVE) and both root mean square (RMS) and phase errors of the synchrophasors estimates are obtained, as required by their application in distribution networks. Moreover, a substantial independence of the PMU performances from the distortion level of the input signal has been obtained. As illustrated by the application during the islanding experimental tests, aimed at assessing the capability of the urban distribution network to operate autonomously fed by a local 80 MW combined cycle power plant and to reconnect to the external grid, the information provided by the PMUs appears to be useful for the development of improved control and management systems.
I. INTRODUCTION
istributed monitoring of synchronized phasors, nowadays essential for the operation of modern power transmission networks, may also represents a useful contribution in order to conceive more flexible control and management systems for active distribution systems. As already analyzed in the literature, some functions to be implemented in the so-called Distribution Management Systems (DMSs) of active distribution networks appear somehow similar with those already applied for the operation of transmission networks (e.g. [1] [2] [3] [4] ). In this respect, also the concept of distributed monitoring systems based on phasors measurement units (PMUs) can be one of these functions.
As known, PUMs provide the measurements of voltage/current synchrophasors typically synchronized with high precision to the common time reference of the global positioning system (UTC-GPS time code) [5] [6] [7] [8] . However, the peculiar characteristics of distribution networks compared to transmission ones (e.g. different feeder impedances, reduced power flows and high levels of harmonic distortion) do not This work is supported in part by HERA S.p.A., Italy. A. Borghetti, C.A. Nucci, and M. Paolone are with the University of Bologna,
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allow for a straightforward application of PMUs developed for transmission network operation. It is therefore required to modify the algorithms implemented in these devices in order to substantially improve their accuracy.
In a previous work [9] , a tone-reconstruction algorithm has been proposed to this purpose. The algorithm is based on the use of the Discrete Fourier Transform (DFT), implemented into a specific real-time microcontroller, and takes into account the specific requirements for the application in distribution networks also with the presence of generating units.
This paper aims at: i) presenting further improvements of the above mentioned algorithm and the relevant laboratory characterization of the developed PMU; ii) showing the results obtained by using three PMUs during the experimental tests of intentional islanding and reconnection maneuvers of a urban distribution network.
The structure of the paper is the following. Section II briefly discusses the requirements of synchrophasor estimation in distribution systems, presents the algorithm implemented the developed PMU and shows the relevant experimental characterization. Section III illustrates the structure and the characteristics of the power system where the islanding tests have been carried out. Section IV describes the earlier mentioned maneuvers and presents some experimental results obtained by using the developed PMUs. Section V concludes the paper.
II. PMU REQUIREMENTS AND CHARACTERISTICS
As illustrated in [9] , the main requirements of PMUs used in distribution networks are:
i) compared to PMUs adopted in transmission networks, lower values of TVE, RMS and, above all, phase uncertainties; ii) independence of the synchrophasor uncertainties against harmonic distortion of the input signal. In case the synchrophasor estimation technique is adopted to monitor network slow transients, such as the case illustrated in this paper -for which the effect of electromechanical transients involve non-negligible deviations from the nominal frequency of the phasor angular speed -additional 1 . This condition can produce, as reported in [10, 11] , an important misestimation of the synchrophasors phase and frequency. In order to reduce such a misestimation, in [10] some additional requirements have been suggested and some of them are summarized below: i) use of consecutive independent observation windows in order to reach an accurate estimate of the electromechanical transient frequencies; ii) estimation of the frequency using a sufficient number of phase angle measurements with a reasonable span of 3-6 cycles of the nominal frequency; iii) estimation of the frequency with the same time-tag used for the phasor estimation. The synchrophasor estimation algorithm presented in [9] , which is briefly summarized below, has been developed with the aim of satisfying the above mentioned conditions.
The algorithm has been implemented into a real-time microcontroller (National Instruments Compact Rio) equipped with a FPGA (Field Programmable Gate Array) bus. The microcontroller is characterized by a 400 MHz real-time processor with 2 GB nonvolatile storage, 128 MB DRAM memory linked with a with a 3 Mgate FPGA working at 40 MHz. The sampling of the voltage waveforms is realized by means of three parallel 16-bits digitizers that synchronously operate at the FPGA level together with the availability of the UTC-GPS time frame provided by an IRIG-B GPS unit characterized by a time uncertainty of 100 ns.
The synchrophasor estimation algorithm is characterized by the following main steps:
1. sampling of the three phase voltages, within a time window of 80 ms (i.e. 4 cycles at 50 Hz), in correspondence of the UTC-GPS synchronization signal (1 or 10 PPS) and extraction of the UTC-GPS 'nanosecond' value from the GPS unit in correspondence of the first sample; 2. reconstruction of the fundamental frequency tone (i.e. a sinusoidal signal characterized by a single frequency) within a specific frequency window Δf (e.g. f n ± Δf, where f n indicates the nominal network frequency); 3. estimation of the synchrophasor amplitude, phase and frequency. Considering that the acquisition process is performed at the FPGA level of the microcontroller, the operating frequency of the FPGA (henceforth called f FPGA ) directly results into the sampling frequency of the system (for the adopted hardware f samp =f FPGA /2). Typical values of f FPGA are in the range of 40 -160 kHz (160 kHz represents the upper limit for the adopted hardware). Therefore, as the sampling frequencies are in the order of 40 -80 kHz, it is possible to avoid the presence of anti-aliasing filters in view of the fact that the harmonic distortion in distribution network does not reach such high frequency values. 1 It is worth reminding that the IEEE Std. C37.118 [12] defines the performance requirements of PMUs under steady state conditions without providing any requirement when the network is in transient conditions. By referring to the fundamental frequency tone provided by step 2, the algorithm first estimates its frequency, then the relevant amplitude and phase. Concerning the synchrophasor phase values, they are estimated as a function of the time interval between the UTC-GPS PPS wavefront, that correspond to the first sample of the fundamental frequency tone provided by step 2, and the subsequent zero crossing.
The zero crossing time is estimated by a linear interpolation between the two consecutive samples before and after the waveform sign change of the reconstructed industrial frequency tone. It is worth noting that the reconstruction of the fundamental frequency tone provided by step 2 avoids the presence of multiple zero-crossings so that the synchrophasor phase is uniquely defined.
Compared to the algorithm presented in [9] , the one implemented in the improved PMU illustrated in this paper, contains also a further correction of the synchrophasor phase estimates based on the extraction of the UTC-GPS nanosecond value from the GPS unit in correspondence of the first sample of the input waveforms. Such a correction allows as for the achievement of a substantial independency of the PMU phase uncertainties from f FPGA .
With reference to both single-tone and distorted signals, Fig. 1 shows the experimental characterization of the developed PMU in terms of cumulative probability distributions of Total Vector Error (TVE), RMS and phase errors of the synchrophasors estimates (the results of Fig. 1 refers to the f samp =80 kHz and f FPGA /2=160 kHz.).
As shown by Fig. 1 , a substantial independence of the PMU performances from the distortion level of the input signal has been obtained. Moreover, the uncertainty levels associated to the 90% occurrence values of the TVE, RMS error (ΔRMS) and synchrophasor phase error (Δθ) shown in Table I demonstrate that the developed PMU are compatible with the requirements of power distribution networks applications.
It is worth mentioning that the uncertainties in the estimation of the synchrophasors are essentially the ones associated to the PMU as the instrument voltage transformers installed in power system under study (see next section) are characterized by uncertainty levels lower than the ones reported in Table I . The experimental tests have been carried out at a new 80 MW power plant composed by two aeroderivative gas turbine (GT) units and a steam turbine unit (ST) in combined cycle, connected to the preexisting 132 kV substation feeding a urban medium voltage (MV) distribution network.
More in detail, as shown in Fig. 2 , the synchronous generators of the three units are connected to a 132 kV power plant substation through 15/132 kV step-up transformers. The power plant substation is linked, by means of a cable line, to the 132 kV substation that feeds 15 feeders of the local medium voltage (15 kV) distribution network and provides also the connection with the external transmission network throughout circuit breaker BR1.
Three PMUs have been installed in the system: one (PMU1) at the power plant substation and two (PMU2 and PMU3) at two sides of circuit breaker BR1. The two GTs are aeroderivative industrial RB211 packages and are equipped with a speed governor, characterized by a 5% droop and an acceleration limiter and a local frequency integrator (LFI). Each turbine delivers 32 MW mechanical power (at 4850 rpm rated speed and 15°C reference temperature) to a 50 Hz 32.9 MVA (at 40° C cooling) synchronous generator and 93 kg/s exhaust mass flow at 509°C to a HRSG that generates 10.5 kg/s steam flow at 52 bar (HP) and 487°C, together with 2.5 kg/s at 6.5 bar (LP) and 231°C. The main control valve of the 22 MW ST can be regulated in three different operation mode, namely: i) no-load speed control, ii) p HP pressure control to a constant value, and iii) power and speed regulation. The no-load speed control mode is used at the startup and synchronizing phases, whilst the two modes in normal operating conditions are the pressure or power-speed regulation.
The link between each GT and the ST to its generator is realized by means of a gearbox and each generator is equipped with a brushless exciter.
The power plant is equipped with a computer-based power management system (PMS) that: a) operates circuit breaker BR1 for the disconnection of the network from the external grid, b) communicates the so-called Load Droop Anticipator command to the ST control system in case of islanding manoeuvres accomplished at rather large power exported levels to the transmission network, operates c) a disconnection of feeders following a predefined priority list in order to guarantee the load balance, d) selects the operation control mode of the two gas turbines (master and slave) for the frequency regulation of the network in islanded conditions and e) controls the power plant units in order to allow a reliable reconnection manoeuvre of the network to the external grid.
Before carrying out the experimental tests that will be described in the following sections, the islanding capabilities of the system of Fig. 2 have been previously analysed by means of a computer dynamic simulator suitably developed in the EMTP-RV environment which represents both the power plant and the local network with the relevant loads. The main characteristics of the implemented models and the analysis of different islanding strategies have been presented in [14] .
IV. DESCRIPTION OF THE MANEUVER AND EXPERIMENTAL

RESULTS
The tests have been carried out in two different days, namely on Thursday Aug. 13, 2009 and Friday Aug. 14, 2009 starting at 5 a.m.
A. Test on Aug. 13
On Aug. 13, at 5 a.m. only GT1 and ST were in operation, at 21.9 MW and 8.1 MW respectively so to almost balance with the load request of the distribution network that was around 29 MW. At around 5:10 the intentional opening of circuit breaker BR1 was operated. The PMS orders the disconnection of two distribution network feeders for a total load of 2 MW.
For the case of the above mentioned islanding maneuver, Fig. 3 shows the synchrophasor angle measurements provided by the three installed PMUs for the voltage of each of the three phases L1, L2 and L3.
In order to provide a more concise presentation of the results, in what follows we shall make reference to the positive sequence components of bus voltages only. We have verified that negative-sequence and zero-sequence components are negligible. Fig. 4a) shows both the angle deviation between the positive sequence components measured by PMU1 and by PMU2, and the analogous angle deviation between the positive sequence components measured by PMU2 and by PMU3. Fig. 4b) shows the trend of the magnitudes of the positive-sequence components measured by PMU1, PMU2, and PMU3, and Fig. 4c ) the corresponding frequency transients.
As shown in Fig. 4a ), the phase angle deviation between PMU1 and PMU2 does not exhibit a significant change meaning that the active power transit along the cable link between the power plant substation and the distribution substation remained almost constant. Indeed this maneuver has been realized with a negligible power absorption from the external transmission network so that the active power produced by the power plant before the islanding remains basically unvaried after the maneuver. This result is also confirmed by the reduced frequency transient shown in Fig.  4c) 2 . Quite the reverse, the increasing phase deviation transient between PMU2 and PMU3 of Fig. 4 clearly shows the separation of the islanded grid from the external network. At the beginning of operation in islanding condition, a fault occurred at a circuit breaker of the distribution substation produced the disconnection of part of the feeders and, consequently, the ST unit shut off. During the following 20 minutes, unit TG1 fed the islanded network at the frequency of around 50.08 Hz and at a power level between 20.2 to 20.7 MW.
At around 5:35 a.m., a feeder characterized by a too large load was connected, causing the underfrequency trip of TG1 unit that had reached its maximum power output. The data collected by PMU1 and PMU2 are shown in Fig. 5 3 : namely, 3 Data of PMU3 is not reported as the distribution network was now operating in islanding conditions. a) the angle deviation between the positive-sequence components of PMU1 and PMU2 phasors, b) the trend of the positive-sequence component magnitudes, and c) the corresponding frequency transients. B. Test on Aug. 14 On Aug. 14 at 5:00 a.m., only TG1 unit was in operation at an output level equal to 29.4 MW, with a positive export to the external network equal to 1.9 MW; TG2 unit was in standby.
At 5:03, circuit breaker BR1 was opened. The data collected by the PMUs are shown in Fig. 6 : namely, a) the angle deviations between the positive-sequence components of PMU1 and PMU2 phasors and between those of PMU2 and PMU3 phasors, b) the trend of the positive-sequence magnitudes, and c) the relevant frequency transients.
The islanding maneuver in presence of a power export to the external network resulted into a decrease of the power production of the power plant, as shown in Fig. 6a ) by the reduction of the phasors angle deviation between PMU1 and PMU2, i.e. between the beginning and the end of the cable link. Fig. 6a also shows an oscillation of the phasors angle deviation between PMU1 and PMU2 (in the order of 0.3 Hz) associated to the relevant oscillation of the active power exchange between the power plant and the distribution network loads. The system remained in stable operation. TG1 output was around 27.30 MW and the frequency is maintained at about 50.1Hz by the LFI function of incorporated in the TG1 governor.
At around 5:14 the reconnection maneuver was regularly performed. As for the previous cases, Fig. 7 he results provided by the installed PMUs during this reconnection maneuver. The synchro-check relay and the synchronizing PMS action permitted the gentle reconnection maneuver illustrated, in particular, by the transient of the angle deviation between PMU2 and PMU3 phasors of Fig. 7a) . After the reconnection maneuver to the external grid, unit TG2 was synchronized and brought to an output level of around 27.54 MW at around 6:08, while TG1 output was 29.81 MW and the export to the external grid was 30.42 MW.
The power plant PMS was set so to consider TG2 as the master unit, therefore, after a new islanding maneuver at 6:09, TG1 was automatically disconnected by the PMS together with two light-loaded distribution feeders. Unit TG2 remained in stable operation with an output at first of about 28.46 MW, decreased to 25.78 MW at 6:11. Fig . 8 shows the results provided by the installed PMUs during the islanding maneuver at 6:09. In this case, at first the frequency of the islanded network decreases with respect to the frequency of the external grid, as shown in Fig. 8c ). The TG2 speed governor reacts by increasing the power output as shown in Fig. 8a) by the increasing angle deviation between PMU1 and PMU2 phasors. Then the LFI action stabilizes the frequency of the islanded network at the predetermined value of about 50.1Hz. The curve shown in Fig. 8a , that refers to the phase angle difference between PMU2 and PMU3, is related to frequency transient shown in Fig. 8c . Indeed, as the frequency difference between the islanded and external networks is negative (Fig. 8c between 22 s and 30 s) , the relevant phase angle difference is decreasing. As this frequency difference becomes positive (Fig. 8c between 30 s and 60 s) the relevant phase angle difference starts decreasing.
At 6:17 the reconnection maneuver of the islanded network to the external grid was performed by the closing of circuit breaker BR1 under the reliable PMS control, as shown also by the PMU results of Fig. 9 . It is worth noting that the islanding maneuver shown in Fig. 8 makes reference to severe operation conditions of the power plant in which, the contemporary disconnection of the TG1 together with two distribution feeders, has resulted into a frequency transient characterized by a minimum frequency of 47.138 Hz very close to the tripping threshold of the unit minimum frequency relay.
V. CONCLUSIONS
As proved by the laboratory experimental characterization of the developed PMUs, very low values of Total Vector Error (TVE) and both root mean square (RMS) and phase errors of the synchrophasors estimates are obtained, as required by their application in distribution networks. Moreover, a substantial independence of the PMU performances from the distortion level of the input signal has been obtained.
The developed PMUs have been successfully used during experimental tests aimed at assessing the capability of an urban distribution network to a) operate autonomously -fed by a local 80 MW combined cycle power plant -after its islanding, and b) to reconnect to the external grid.
In this framework, the information provided by the RTUs appears to be of great help for the development of improved control and management systems aimed at making these maneuvers more straightforward and reliable. Also, the information coming from the RTUs may represent a useful support to distribution system operator decisions during critical instances experienced by the system, such as islanding/reconnection operation.
Finally, it is worth mentioning that the possibility to measure phase angle differences between voltage phasors at the terminals of short cable links, allows for the development network protection algorithms and procedures based on the measurement of synchrophasors in correspondence of the buses of the distribution system.
